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11-09-1962: report on testing of well at former ccc camp no. 2

Report on Testing of Well at Former CCC Camp No. 2

November 9, 1962

Contacts were made during the month of October with several well
drillers and pump distributors to see if arrangements could be
made to run & test on the above well., Those contacted were:

Plumbers Supoly Co.
Louisville, “entucky

M, 1. Mllinghan
dasygow, entunky

Ameriecan ‘'rilling Co,
Uashvilile, Tennessee

Diehl Pump Ccﬁphnv
Tonisville, Kentucky

Fach of the firus declined to g:uote excepnt Plumbers Supply Co.
Arrancements were made with this firm o furnish egquipment to per=-
form a8 48 hLour pumping test,

Equipment furnished included n 73 P suomersible type pump, SO0
of 2" galvenized pipe, control panels, viring, etc, The Farmers
Rural 7lectric Sunply Co, of Glasygow furnishad nower at t.e site.

On Wednesday, ctober 31, a "rig" moved in and began setting the
pump, pipe, etc., This was completed on iriday, November 2., Joint
agreement was roached between reprasentatives of the USGS and the
Nationmel Park ervice tnat November 7 would be the time of the
beginning of the mctual test. Cevarrl items remained to be done
by ¥°S forces.

The well was pumped for atout one hour on Friday, November 2 and
for about %wo hours on Monday, Novewber 5, and fnr some time on
Friday, iJovember © in adiition to the regular 48 hour test, Total
depth of the well is 4'3 feet and the ecasing is & 3/4",

On Yednesday morning, November 7, the device for measuring “raw-
down w:s ihstalled and other testing egquipaent, etc. was set up,

Tirgt the well was numped at the rate of 15 gpm and later was
valved ¢n 6 Fps. See attachment for actual pumping rates,
partial analysas, etc.

The test results inilcete that 8 gallons per minute is the maxlmum
capacity of this well, This vol ime of water is not suffleient to
justify consideration of this well as s source of supply for the
headquarters water system since it is aoproximately two alles from
ths nearest water line,
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Hour

Date CST
11-7-62 10:00
10:08
10:04
10:08
10:09
10:12
10115
10319
10238
10:40
10:42
10147
10355
11%03
11:30
12:00
12130
1:00

1131

2:00

2:30

3100

3:30

4:00

4:30

5100

5:30

6100

6130

7:00

7140

8:00

8:40

9100

10:00
10:40
10:44
10:45
10:50
1130

1132

1:50

2:00

2125

3100

3:40

44100

5:00

6:00

a.n,
a,.n,
a.M,
a.n,
KM,
a,n,

a,m,
a.m,
a,.m,
a.,m,
a.n,

2.7,
a.m,
noon
11-8-82

a.m,. o

Partial Record of Pump Test
CCC Camp # 2 Well

Dapth to
water Remarks
417.5 Static water level
420.0 Pump started, 15 gpm
434.0 ¥uddy
453,1 Pump off, S6°F, 25 gpm C1
452.0
438,2
421,4
418.3
417.9
Pump star@ed, 6 /pm
419,1
419.6 Water silty, 56°F, 25 pom Cl
421.4 Water clearing some
424.0 Water clesr, 25 ppm (1l
426.0 5% gom, b2°F
426.8
427.9 S gpm
428.1
428.6
428.% Some sediment in water
428.7 64°F
428.4 .
433.9 £ gpm
433.5
433.3 62°F
433.5 63°F, 25 ppm Cl
438.6
434.0
434.1
434 .1 i
434.,3 B2 W
434 .4
434.6 25 ppm €1 = 63°F
434 .6
434.8 8 gpn
435.0
Fuse out
434.1
419.9 Measuring tape fouled
Pack in ognration, 8 gpm
431.1 b gym, 64°F
435,9
437.8 6 gpm, 63°F
437.3
436.6
439.2 B82°F
43%9,1
438.8

438 .4
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‘Taye
11-8-62

11-9-62

Docket Information

«ouy

7:00
7130
88100
8:40
8151
9:00
9130
9148
9:50
10:00
10124
10:30
10145
11100
11:20
11:30
12:00
12:30
1100
1:30
2:00
2130
3:00
4,00
4:30
5:00
5:30
5:36
5342
5346
6102
7100
8:00
9:00
11:00
12:30
2100
4:00
6100
8100
9:00
10100
10105

Number of Documents in Docket

Documents Dated from 11/8/1962

Docket Compiled:

4/27/2011

Depth to

water Remarks
438 .4
438.3 63°F
438.3
438.4 8% gpm
446 .6
448.8 8% gpm, 62°F
453.2 9 gpm, 61°F
485.% 25 ppm 01
455.4 Water turbid
454.2 : 8.5 gpm
456.9 10 gpm, 62°F
458.5
458.7 gpm
457.8 A% gpm
454.2 Bgm
453.2 8 gpm, 61°F
453.1 8 gpm
452.8
451.8
451.8
451.3
453.7 8 gpm, 61°F
434.1
434,86
454 .4 “ater s1ightly dark
454 .4 8 gpm, 620F
454 .3 12 gpa
436.5 12 gem .
462.0+ 125 ggm, o0
462.0+ 7.5 gpm, 61 F
453.4 8 gpm
450.8 gpm-8
447,1
4%0.5
4%2.4 o
451.9 8 gpm, 61°F
453.5
453.0
453.1
452.8
454 .4 10 gpm
458.5 10 gpm, 61°F
462.0+ Could not obtain accurate measurement.

Water apparently drawn below intake.
producing in spurts.

’zﬁ.ﬂl ;. ;érur

Park Engineer

3

to 11/9/1962

Pumd
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